DISCONNECT SWITCH SCHEDULE

(THIS SHEET ONLY)

WIRE & CONDUIT SCHEDULE
(THIS SHEET ONLY)
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DESCRIPTION

2412, 14126, 1/2°C

3412, 1#126, 1/2°C
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MAIN SWBD (45" x18"). !SEE RISER.
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7 SEE ENLARGED TELEPHONE ROOM
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TIME CLOCKS # & #2

, DETAIL ON SHEET E201.
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TELEPHONE BACKBOARD

SEE ENLARGED ELEVATOR .ROOM
DETAIL ON SHEET E201.

FIRST FLOOR POWER PLAN

SCALE: 1/8"=1"-0"

THE TIME CLOCKS SHALL BE PROGRAMMABLE

ELECTRONIC 7 DAY ASTRONOMIC TIME SWITCHES TO TURN
LIGHTING ON AT DUSK AND OFF AT A PRESELECTED
TIME. PROVIDE A BATTERY OR SPRING OPERATED
24 HOUR POWER BACKUP AND FOUR 120V, 20A

CONTACTS. PROVIDE IN NEMA 1 ENCLOSURE.
INTERMATIC MODEL ET70215C OR EQUAL.
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